Village of Shining Stars Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of
Village of Shining Stars Daycare, 20507 Fenkell Ave., Detroit, MI,, on May 16th,
2016. The sample results taken in conjunction with this investigation are also
presented on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Sonya Hickey
on May 4, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.

Results of the tests indicate that the water is below the threshold for lead
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contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not

hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters Monica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification

Appendix 1, Lab Results, Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354986
512512016 .
Tesr7 Feaked)
Customer: G. S: Group Source: Village of Shining Stars
: Monica Starks Daycare, Sample 1 Kitchen
17800 Woodward Ave (First Draw)
#200 . ;
Detroit, Mi 48203 Source City: Detroit
Source State: Mi

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill

The results herein conform to TNI and ISOEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainly of the lest results are available upon request. All Dates and Times are reported as U.5. Eastern Time.

Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL}
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution faclor.
Report Notes:
Fedid# Contamnant  Method Standad  Unis LRL  levl DF DaefTme  Dale  Datelime
ganic A tes - Metals

These test results may be used for compliance purpose as required.

{analyst o Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 354986 Lead Only Date Printed: 5/25/2016 2:56.42 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8565

ANALYTICAL REPORTS
SAMPLE CODE: 354987
512512016
Customer:  G. S. Group Source: Village of Shining Stars

Monica Starks Daycare, Sample 2 Kitchen
17800 Woodward Ave (Flush)

#200 R .

Detroit, Ml 48203 Source City: Detroit

Source State: Mt

Date/Time Received: 5/16/2016 14:00
Collected by: D. Hemphill
The resulls herein conform to TNI and ISOIEC 170252005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastem Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
“NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicales the Lower Reporting Limil, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contammart  Method Sandew  Unis LRL el o Dmemme

tnorganic Analytes - Metals

These test results may be used for compliance purpose as required.

fyst 1 Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Ltd.
Page 1 of 1 354987 Lead Only Date Printed: 6/25/2016 2:.56:42 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48187-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354988
512512016
Customer: G. S: Group Source: Village of Shining Stars
Monica Starks Daycare, Sample 3 Girls
;;ggo Woodward Ave Bathroom (First Draw)
Detroit, Mi 48203 Sourse City: Detrolt
Source State: Ml

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill

The results herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the est resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected' marked with an asterisk (*} indicates that the vaiue has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND"” This contaminant was not detecled at or above our fower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL” This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant ~  Method Standard  Units LRL  levl  DF Dasle/Tme  Date  DatelTme

Sampled  Prepped  Analyzed

These test results may be used for compliance purpose as required.

lyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboralories, Lid.
Page 1 of 1 354988 Lead Only Date Printed: 5/25/2016 2:56:42 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354989
512512016
Customer: G. S: Group Source: Village of Shining Stars

Monica Starks Daycare, Sample 4 Girls
17800 Woodward Ave Bathroom (Flush)

#200 o .

Detroit, MI 48203 Source Ciy: Detrolt

Source State: Mi

Date/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detecled’ marked with an asterisk () indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limi#t (LRL)
"NA" Not Analyzed

“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant,
“DF" This column indicates the contaminant dilution faclor.
Report Notes:

Fedid# Contammnant ~  Method Standad Unis LRL  levl  DF Daeffime D
.. Deecled  Sompled

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

lAnalyst Tests
EC 200.8

James Abston, Qperations Manager

This report cannot be reproduced, except in full, without the writen approval of National Testing Laboratonies, LId.
Page 1 of 1 354989 Lead Only Date Printed: 5/25/2016 2:56:43 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 354990
512512016
Customer:  G.S. Group Source: Village of Shining Stars
Monica Starks Daycare, Sample 5 Boys
; ;ggo Woodward Ave Bathroom (First Draw)
Detroit, Mi 48203 Source City: Detroit .
Source State: Mi

Datel/Time Received:  5/16/2016 14:00
Collected by: D. Hemphill
The results herain conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any "Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quuslity.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant ditution factor,

Report Notes:

 Savped

These test results may be used for compliance purpose as required.

alyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in fulf, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 354990 Lead Only Date Printed: 5/25/2016 2:56:43 PM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE:; 354991
512512016
Customer:  G. S. Group Source: Village of Shining Stars

Monica Starks Daycare, Sample 6 Boys
17800 Woodward Ave Bathroom (Flush)

#200 . )

Detroit, M! 48203 Source City: Detroit

Source State: it

Date/Time Received: 5/16/2016 14:00
Collected by: D. Hemphill
The resulls herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. Afl Dates and Times are reported as U.5. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secendary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DF* This column indicates the contaminant dilution factor.
Report Notes: )
Fedld# Contaminant Method Standard  Units LRL  level  DF DatefTme  Dale  Dateime
.. Dewesd = Serpled = Propped Andlyred

Inorganic Analytes - Metals

511612016

These test results may be used for compliance purpose as required.

Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannol be reproduced, except in full, without the wrilten approval of National Testing Laboralories, Lid.
Page 1 of 1 354991 t.ead Only Date Printed: 5/25/2016 2:56.43 PM




W4 National Testing

General Compli~=~~

”» N ﬂf
Laboratories, Ltd. Order Number: 2076912 354586
PNy Order Date: 04/19/2016
Quality Water Analysiy Sample Number: HIER RN
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detrolt MI 48203 Payment §:
Check #;
Lab Commants/Special Instructions:
Date Sampled :__\5___ ot 16
o230

Time Sampted:*.@_:i@z Ptease Use Military Tiwe, e.g. 3:00pm = 15:00
Check Time Zone: [AEST [JCsTIMST[]PST
Client Name: ) loge of Ghia, ag-2dars Daycase.

Phone Number: i - A5 7 - BIL0

Fax Number:

PWS ID# (if applicable):

Sample 1D or Sourceéa:: de | Kebchen { E"it“ 0.,2“))

Source Type: [] Spring [] well gf Municipal 7] Surface
] Cther:

City & State: | g 40t M1
(If Different than Above)

Sample Collected By: ‘! &zmgﬁg H £ Qh Lt ]
{Signature)
Sample Collected m L Lsplin

APlesse Pint) ©
Form Completed By: @Cn €L /( Ciphitl
¥

Additional Commaonts:

State Forms:

r

Lab Sample mfomrﬁon:

Date Received MAY I:l 6 Zmﬁ

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




4 National Testing

General Compliance

Laboratories, Ltd. Order Number: 2076912 5,987
s ot - ,,wx% 3 s ¥
S NN Order Date: 04/19/2016
Quality Water Analysiy  Sample Number: R
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting taformation:
17800 Woodward Ave ,
Detroit MI 48203 Payment $:
Check #:
Lab Comments/Special instructions:
Date Sampled :_i/ [ 16
(33

Time Sampled:_O 6% pioaso sa wttary Time, ag. 3:D0pm = 46:00
Check Time Zone: mST Ocst st [ipst

Client Name: © ot I (9 770.\5(0:1 &

Phone Number: D3 3871~ 720

Fax Number:

PWS ID# (if applicable):

State Forms:

-

Sampie ID ot Source:S e 2 Kitelien ( Clush)

Source Type: [] Spring [J well @/ Municipal [7] Swiface
7] Other:

City & State: 1o hvioie M|

Lab Sample infol n:
Date Received JﬁAY[l 6 2915

Time Recelved: !

Devialions from acohptabil sample receipt criteria noted
on PSA form.

“(if Different than Above)
Sample Collected By:
(Signature
Sample Collected By: 7| D 1 1o p Lo ol 1L
(Please Print) "

Form Completed BY: D e, He il |

Additionat Comments:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

K4 National Testing
Laboratones. Ltd | Order Number: 2076912 1993
= Order Date: 04/19/2016 3
Sample Number: GO R o
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Mi 48203 Payment §:
Check &
Lab Comments/Speclal instructions:
Date Sampled :_43 / _L@_f _Lé

Time Sampled ..Q__ ﬁ&' Planss Uso Miltary Tima, 8.9, 3:00pm = 15:00
Check Time Zone: [AEST [1CSTJMST[]PST

Client Name:| /;|| o P ¢ ‘¢

Phone Number; 2113 - Hg7 - 7120

Fax Number:

PWS ID# (if applicable):

Sampie ID or Source: S5, )|, b Garlys Bathion | Gt Diaw)

Source Type: [} Spring [] Well [Q/ Municipal [7] Surface
] Other:

City & State:  Dob-vorf M|
{if Different than Above)
Sample Collected By: | /.4 W
e / (Signature)

Sample Collected By: "] ), anez Hlew skt
(Ploase Print) '

Form Completed By: 1> , \ 5 e wn ol ((
A

Additional Comments:

State Forms:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




K4 National Testing

General Compliance

Laboratories, Ltd. Order Number: 2076912
PN NN Order Date: 04/19/2016
Quality Water Analysiy Sample Number:
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled ; ;‘g” 1{61 )¢

&3
Time Samp!ed:_Q___&tiz Pleasa Use Millary Time, 0.9, 3:00pm = 15:00
Check Time Zona: QéST [Clesr D MST D PST
Client Name: j ;

Phone Number: a 13 ) L)} 87 - € 7%0

Fax Number:

PWS IDi# (if applicable):

Sampie ID or Source: <, ., de  Gont's Bathraom { E“*Qb:)

Source Type: [] Spring [7] Well Ef Municlpal [T} Surface
(] Other.

City & State: ;Dg,g.mﬁ MU

(if Dlfferent than Above)

Sample Colected By: | o dln leie
e /" {Signature)

Sample Collected BY: ) Do 1 vz [Hew phi(l
{Please Prinf)
Form Completed By: l donacs H g./»\,igb A

Additional Comments:

Lab Comments/Special Instructions:

State Forms:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

4 National Testing
Laboratories, Lid. Order Number: 2076912 y
e Order Date:  04/19/2016 354990
Qualily Water Analysiy  Sample Number: MIGIEOmAE b
1-B00-458-3330 PFOdUCt: Lead Only
Sample Pald: No Payment Method:
TSR: EF
Sold To:
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detrolt MI 48203 Payment $:
Check #:

Lab Comments/Special instructions:

Date Sampled : 5 / /1 /¢
(7 v
Time Sampled:_O T pioaso so watary Tine, e 300pm = 1500

Check Time Zone: [AEST [JCsTIMST[]PST
Client Name:|/

Phone Number: 2,13 - 3%9. 872D

Fax Number:
PWS ID# (if applicable): Stata Forms:
Sample ID or Source: i rea ]

P 5 4 ‘0) Lab Bample Inforntation:
Source Type: [ Sping [] Well [ Municipal [ Surface Date Recelved] / |
7] Other: - i

) Time Recelved:y/
City & State: et yok M Received By:/ |
If Different than Above) ) -
e . . m recefm critasa 4B
Sample Coliectod By: [[1 peviations from agbeptabis sample receipt criteria noted
ature) on PSA form.
Sample Collected BY: | }o14e7 Hem plni || )
- (Plaasa Piint)

Form Completed By: ﬂo vty t"‘i e mgl’\( L

Additional Comments:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




A Mational Tesling

General Compliance

Laboratones, Ltdw Order Number: 2076912 35901
N, Order Date: 04/19/2016
Sample Number: MR
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Mothod:
TSR: EF
Sold To:
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Informations
17800 Woodward Ave
Detroit Mi 48203 Payment $:
Check #;

Date Sampled : 5 //© I/

2’3

Time Sampled:_O _: Plaase Use Miltary Time, 0.¢. 3:00pm = 15:00
Check Time Zone: [EST [JesTIMST[JPST

Client Name: iZa“ﬁ oS he <hi -nmz Sty \Dx\.cr)(e

Phone Number: ‘0” ORIy g7z0

Fax Number;

PWS ID# (if applicable):

Sample ID or Source: 23 ols & Py 5 éiiﬁ et ﬁﬁ ush )

Source Type: [ Spring [7] Well (&Y Municipal [7] Surface
[ Other:

Lab Comments/Special Instructions:

State Forms:

City & State: [ e 1, WA ¢
(if Different than Above)
Sample Collected By: é 2 ,, ‘LLL@&W
/" (Signatife)
Sample Collected By: " At e AL
(Please Print)

Lab Sample Informagog®
Date Recelved:

(] Devistions &om acghptanit sampse tecelpt oftaria noted
on PSA form,

Form Completed By: "1 o hpnes Weas shilLt
b

Additional Comments:

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




